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Check 
Contrôler

Gas/Gaz

Check
Contrôler

Stel de parameter AP004 in met de juiste wachttijd voor de gebruikte hydraulische klep. (MK3)
Adjust parameter AP004 with the right waiting time for the hydraulic valve used. (MK3)
Ajustez le paramètre AP004 avec le bon temps d’attente pour la vanne hydraulique. (MK3)
Stellen Sie den Parameter AP004 mit der richtigen Wartezeit für das verwendete Hydraulikventil 
ein. (MK3)
Ajuste el parámetro AP004 con el tiempo de espera adecuado para la válvula hidráulica. (MK3).
Regolare il parametro AP004 con il giusto tempo di attesa per la valvola idraulica. (MK3)
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© Copyright

All technical and technological information contained in these technical instructions, as well as any drawings and technical 
descriptions supplied, remain our property and shall not be multiplied without our prior consent in writing. 

Ours is a policy of continuous development. We reserve the right to alter specifications without prior notification.
Subject to alterations.
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